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1. The following questions, with corresponding answers, were received in response to the
solicitation:

A. Fire Alarm System Specifications, Section 13852

Question 1: Section 13852, 1.02.B.1.a. Complete fire alarm system point list (or copy of CSGM
software database) to aid in determination of total available device points.

Answer: Information pending from the FAA.

Question 2: Section 13852, 1.02.B.1.b. Copy of original installation plans showing installed
speaker tap settings for determination of available amplifier power requirements.
Answer: Information pending from the FAA.

Question 3: Section 13852, 1.02.B.1.j. Is the elevator un-safe annunciator (assumed to be
firefighter’s hat symbol) existing?
Answer: Information pending from the FAA

Question 4: Section 13852, 1.02.B.1.m. Please provide applicable model number of desired
Addressable Radionics Radio Fire Alarm Transceiver. Is the purpose of radio panel replacement
for reliability, compatibility, or additional signal information transmission? If additional signal
transmission (above and beyond current fire alarm panel alarm, supervisory, and trouble
conditions) is desired please specify type and quantity of signals for estimation of necessary fire
panel control modules and programming.

Answer: The purpose of the new Addressable Radionics Transceiver is to take advantage
of the new Class A addressable system that will be utilized in the tower as well as to
transmit point address information of the existing base building (and tower) systems to the
Hickam AFB Fire Department dispatch center. The model number of the new Radionics
Radio Fire Alarm Transceiver is: (Awaiting reply from Hickam Air Force Base Fire
Department)

Question 5:  Section 13852, 1.02.B.1.m. Please provide applicable model number of existing
Hickam AFB Fire Department Radio Fire Alarm Receiver for verification of communication
protocol compatibility and additional signal capability.

Answer: The model number of the existing Radionics Radio Fire Alarm Transceiver is:
(Awaiting reply from Hickam Air Force Base Fire Department)

Question 6: Section 13852, 2.20. Please specify minimum fault isolator module installation
locations (one fault isolator module per signaling line loop is assumed otherwise).

That is an appropriate assumption. One fault isolator module per signaling line loop is
sufficient.
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B. Fire Alarm System Drawings dated 10/28/05

Question 1: Sheet FLS-HNLS, Note A. Please identify current elevator service provider for
coordination of elevator tie-in and operations. Hawaiian Pacific Elevator (HP Elevator)
apparently is no longer in existence.

Answer: The Volpe Center will request this information directly from the site.

Question 2: Sheet FLS-HNLS. No heat detector is shown in elevator machine room as required
for elevator shunt trip operation per Section 13852, 2.06.B.

Answer: Install a new compatible heat detector below the suspended ceiling for shunt trip
purposes.

Question 3: Sheet FLS-HNL10. Riser diagram shows existing stairwell smoke detectors on
levels 2 through 8. Only level 4 has an existing stairwell smoke detector. Please clarify if new
detectors will be required for this stairwell at all levels.

Answer: Detectors will need to be placed at all levels of the stairwell.

C. General Questions

Question 1: Reprogramming of the existing MXLV (addressable Siemens/Pyrotronics) fire
alarm control panel will require that the panel owner, in this case the FAA, submit a written
request to Siemens allowing for a non-installing system vendor to gain access to internal
programming software. This procedure will take approximately six weeks to complete. Please
verify that owner is willing to make this request. Application forms can be provided upon
request.

Answer: The Owner understands the design intent and will request information as needed
from the original installer to accomplish this Statement of Work. Provide requests for
necessary information immediately upon Award of Contract. In addition, the requestor is
reminded that qualified individuals are required to serve specific roles for the project.
Specification 13852 Section 1.02.D states “System configuration, installation, programming
and testing shall be supervised by a National Institute for Certification in Engineering
Technologies (NICET) Level III (or IV) Fire Alarm Engineering Technician, trained by the
manufacturer of the fire alarm system to be installed.” Further, Section 1.02.E requires
the job site supervisor to be minimum NICET Level III and “manufacturer trained” on the
system being installed. If the requestor’s personnel are not so qualified, the Volpe Center
will consider accepting the qualifications of a suitable sub-contractor to meet the project
requirements.

2. All other terms and conditions of the solicitation remain unchanged.



